
2012 - DRINKING WATER RESULTS - (Number of Exceedances by Parameter from all Tests)

2012 – December

Code Supply Col Odour Taste Cond TC Ec C. Perf F Turb pH NO3 NO2 NH4 Al Fe Total
Zone 1 Stillorgan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 2 Ballyboden 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 3 Ballyedmonduff 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 4 Glencullen 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 5 Kilternan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 6 Roundwood 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 7 Church Road 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 8 Saggart (BME) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

2012 – November

Code Supply Col Odour Taste Cond TC Ec C. Perf F Turb pH NO3 NO2 NH4 Al Fe Total
Zone 1 Stillorgan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 2 Ballyboden 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 3 Ballyedmonduff 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 4 Glencullen 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 5 Kilternan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 6 Roundwood 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 7 Church Road 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 8 Saggart (BME) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

2012 – October

Code Supply Col Odour Taste Cond TC Ec C. Perf F Turb pH NO3 NO2 NH4 Al Fe Total
Zone 1 Stillorgan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 2 Ballyboden 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 3 Ballyedmonduff 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 4 Glencullen 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 5 Kilternan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 1 1
Zone 6 Roundwood 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 7 Church Road 0 0 0 0 1 0 0 0 0 0 0 0 0 0 0 1
Zone 8 Saggart (BME) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
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2012 - DRINKING WATER RESULTS - (Number of Exceedances by Parameter from all Tests)

2012 – September

Code Supply Col Odour Taste Cond TC Ec C. Perf F Turb pH NO3 NO2 NH4 Al Fe Total
Zone 1 Stillorgan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 2 Ballyboden 0 0 0 0 1 0 0 0 0 0 0 0 0 0 0 1
Zone 3 Ballyedmonduff 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 4 Glencullen 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 5 Kilternan 0 0 0 0 0 0 0 1 0 0 0 0 0 0 0 1
Zone 6 Roundwood 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 7 Church Road 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 8 Saggart (BME) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

2012 – August

Code Supply Col Odour Taste Cond TC Ec C. Perf F Turb pH NO3 NO2 NH4 Al Fe Total
Zone 1 Stillorgan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 2 Ballyboden 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 3 Ballyedmonduff 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 4 Glencullen 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 5 Kilternan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 6 Roundwood 0 0 0 0 1 0 0 0 0 0 0 0 0 0 0 1
Zone 7 Church Road 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 8 Saggart (BME) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

2012 – July

Code Supply Col Odour Taste Cond TC Ec C. Perf F Turb pH NO3 NO2 NH4 Al Fe Total
Zone 1 Stillorgan 0 0 1 0 0 0 0 0 0 0 0 0 0 0 0 1
Zone 2 Ballyboden 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 3 Ballyedmonduff 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 4 Glencullen 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 5 Kilternan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 6 Roundwood 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 7 Church Road 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 8 Saggart (BME) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
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2012 - DRINKING WATER RESULTS - (Number of Exceedances by Parameter from all Tests)

2012 – June

Code Supply Col Odour Taste Cond TC Ec C. Perf F Turb pH NO3 NO2 NH4 Al Fe Total
Zone 1 Stillorgan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 2 Ballyboden 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 3 Ballyedmonduff 0 0 0 0 0 0 0 0 0 0 0 0 0 1 0 1
Zone 4 Glencullen 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 5 Kilternan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 6 Roundwood 0 0 0 0 2 0 0 0 0 0 0 0 0 0 0 2
Zone 7 Church Road 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 8 Saggart (BME) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

2012 – May

Code Supply Col Odour Taste Cond TC Ec C. Perf F Turb pH NO3 NO2 NH4 Al Fe Total
Zone 1 Stillorgan 0 0 0 0 0 0 1 0 0 0 0 0 0 0 0 1
Zone 2 Ballyboden 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 3 Ballyedmonduff 0 0 0 0 1 0 0 0 0 0 0 0 0 0 1 2
Zone 4 Glencullen 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 5 Kilternan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 6 Roundwood 0 0 0 0 1 0 0 0 0 0 0 0 0 0 0 1
Zone 7 Church Road 0 0 0 0 1 0 0 0 0 0 0 0 0 0 0 1
Zone 8 Saggart (BME) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

2012 – April

Code Supply Col Odour Taste Cond TC Ec C. Perf F Turb pH NO3 NO2 NH4 Al Fe Total
Zone 1 Stillorgan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 2 Ballyboden 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 3 Ballyedmonduff 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 4 Glencullen 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 5 Kilternan 0 0 0 0 1 0 0 0 0 0 0 0 0 0 0 1
Zone 6 Roundwood 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 7 Church Road 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 8 Saggart (BME) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
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2012 - DRINKING WATER RESULTS - (Number of Exceedances by Parameter from all Tests)

2012 – March

Code Supply Col Odour Taste Cond TC Ec C. Perf F Turb pH NO3 NO2 NH4 Al Fe Total
Zone 1 Stillorgan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 2 Ballyboden 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 3 Ballyedmonduff 0 0 0 0 1 0 0 0 0 0 0 0 0 0 0 1
Zone 4 Glencullen 0 0 0 0 2 0 0 0 0 0 0 0 0 0 0 2
Zone 5 Kilternan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 6 Roundwood 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 7 Church Road 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 8 Saggart (BME) 0 0 0 0 1 0 0 0 0 0 0 0 0 0 0 1

2012 – February

Code Supply Col Odour Taste Cond TC Ec C. Perf F Turb pH NO3 NO2 NH4 Al Fe Total
Zone 1 Stillorgan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 2 Ballyboden 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 3 Ballyedmonduff 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 4 Glencullen 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 5 Kilternan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 6 Roundwood 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 7 Church Road 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 8 Saggart (BME) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

2012 – January

Code Supply Col Odour Taste Cond TC Ec C. Perf F Turb pH NO3 NO2 NH4 Al Fe Total
Zone 1 Stillorgan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 2 Ballyboden 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 3 Ballyedmonduff 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 4 Glencullen 0 0 0 0 1 0 0 0 0 0 0 0 0 0 0 1
Zone 5 Kilternan 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 6 Roundwood 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 7 Church Road 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
Zone 8 Saggart (BME) 0 0 0 0 0 0 0 0 0 0 0 0 0 0 1 1
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